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| 1. REMOVE 3 EXISTING SUBMERSIBLE STORM WATER PUMPS.
3 PIPING.,AND VALVES, FLOATS, CONTROL WIRING AND
| ASSOCIATED CONDUIT.IN EXISTING STORMWATER PIT. |
H 2. INSTALL 3(THREE) NEW SUBMERSIBLE STORMWATER PUMPS.SP-6. | H
3 | SP—7, AND SP-8 IN EXISTING PIT. ;
N 3. REPLACE ALL EXISTING PIPING AND VALVES IN PIT. UP TO
POINT OF CONNECTION WITH DISCHARGE PIPING AT PIT WALL
| PENETRATION. NEW PIPING IN PIT SHALL BE 4” DIAMETER.
— | 4. FOR EACH PUMP INSTALL NEW CHECK VALVES AND FULL PORT —
) ISOLATION BALL VALVES. NEW PIPING LAYOUT SHALL MATCH |
§ EXISTING PIPING ARRANGEMENT. VERIFY AND COORDINATE WITH
RE.
§ CHILD CARE 5. INSTALL NEW CONTROLS, FLOATS. ASSOCIATED CONDUIT., AND |
G WIRING IN PIT TO MATCH EXISTING CONTROLS. WIRING, AND |
| FLOATS BEING REMOVED.CONNECT NEW CONTROLS TO EXISTING |
ﬂ PUMP CONTROL BOX IN BASEMENT. PROVIDE SEQUENCE OF PUMP |
CONTROL TO MATCH THAT OF THE EXISTING SYSTEM BEING |
REMOVED. SILICONE SEAL ALL NEW AND EXISTING CONDUIT ;
<;7 PENETRATIONS IN PIT. USE DOW CORNING 735 OR EQUAL. |
_ 6. REMOVE EXISTING VENTILATION FANS AND VENT PIPING. WELD |
f NEW METAL COVER OVER VENT OPENING IN PIT COVER. :
) COORDINATE WITH RE. ;
| 7. PROVIDE TEMPORARY PUMPS TO MAINTAIN PIT STORMWATER ?
g DRAINAGE DURING PUMP REMOVAL AND REPLACEMENT. |
- | COORDINATE WITH RE. | -
53 8. VERIFY SPACE AVAILABLE FOR INSTALLATION AND NOTIFY R.E. |
| | . OF ANY CONFLICTS OR SPACE CONSTRAINS BEFORE BEGINNING
[} L—J WORK AND PROVIDING PUMP SUBMITTAL DATA.
9. PUMP EQUAL TO GOULDS SUBMERSIBLE PUMP, MODEL 3888 DA4.
WS50D4. SCHEDULED GPM AND HEAD ARE FOR ONE 5HP PUMP
— S | | OPERATING BY ITSELF. |
e Na 10. PUMP_EQUAL TO GOULDS SUBMERSIBLE PUMP. MODEL 388704, |
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|| LOrESHRVLE GARAGE AND GENERATOR BULOING — GARAGE MARK | LOCATION | SERVES GPM | ELECTRICAL |FT.HD | NOTES g
e | i — | STORMWATER | |
) T ] S - BRAINAGE SP-6 | EMH-2 |STORM DRAN| 360 |5 HP, 460V | 30 |SEE NOTE 9 <
! ° = PIT EMH-2, B
| ( AREAWAY . —— NOTES 1 THRU 8 SP-7 | EMH-2 ISTORM DRAIN| 360 |5 HP, 460V 30 | SEE NOTE 9 |
0 17 B —— e > noo
) (EE T\ r;%fm%m_fi | SP-8 | EMH-2 |STORM DRAN| =g 1 HP, 460V 30 | SEE NOTE 10 |
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